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BALLAST

QTY TYPE QTY

A1 2'x4' PATIENT ROOM BED LIGHT:

LOW PROFILE, LESS THAN 5", DIRECT/INDIRECT ACRLYIC TROFFER, 

MULTI-FUNCTION PATIENT ROOM LUMINARE. ANTIMICROBIAL FINISH. 

LED

14800

LUMENS,

3500K

SEE 

REMARKS

MVOLT RECESSED GRID GRID MOUNTED FIXTURE. FIXTURE IS 

CAPABLE OF AMBIENT, READING AND 

EXAM LIGHT LEVELS.

A2 2'x4' OFFICE / GENERAL LIGHT:

LOW PROFILE, LESS THAN 5", DIRECT/INDIRECT ACRLYIC TROFFER, 

SHALLOW HOUSING DEPTH, WHITE PERFORATED DIFFUSER WITH 

SHEILD, WHITE MATTE FINISH, PAINT AFTER FABRICATION.

LED

3000 

LUMENS, 

3500K

1 LED 

DRIVER

MVOLT RECESSED GRID

B1 2'x2' CORRIDOR LIGHT:

LOW PROFILE, LESS THAN 5", DIRECT/INDIRECT ACRLYIC TROFFER, 

SHALLOW HOUSING DEPTH, WHITE PERFORATED DIFFUSER WITH 

SHEILD, WHITE MATTE FINISH, PAINT AFTER FABRICATION.

LED

3000 

LUMENS, 

3500K

1 LED 

DRIVER

MVOLT RECESSED GRID

C1 1'x4' ALCOVE LIGHT:

LOW PROFILE LINEAR LED. NOMINAL 1/4" THICK FROSTED CLEAR 

ACYLIC WITH RABBETED ENDS TO PREVENT LIGHT LEAKS. SEMI-

DIFFUSE PARABOLIC BAFFLE, MATTE WHITE FINISH PAINT AFTER 

FABRICATION.

LED

3000 

LUMENS, 

3500K

1 LED 

DRIVER

MVOLT RECESSED GRID

D1 6" PATIENT ROOM AND GENERAL DOWN LIGHT:

LOW PROFILE, LESS THAN 6", ROUND RECESSED DOWNLIGHT. 

HIGHLY REFLECTIVE WHITE ALUMINUM REFLECTOR. FINNED 

EXTRUDED ALUMINUM HEAT SINK SOCKET HOUSING. ONE-PIECE PAN 

CONSTRUCTION, CLEAR ANNODIZED FINISH, THERMAL MANAGEMENT 

SYSTEM.

LED

3000 

LUMENS, 

3500K

1 LED 

DRIVER

MVOLT RECESSED GRID

D2 6" SHOWER LIGHT:

LOW PROFILE, LESS THAN 6", ROUND RECESSED SHOWER 

DOWNLIGHT. HIGHLY RELFECTIVE WHITE ALUMINUM REFLECTOR. 

DROP OPAL PLASTIC LENS WITH POLYETHYLENE GASKET AND 

WHITE ABS TRIM. FINNED EXTRUDED ALUMINUM HEAT SINK SOCKET 

HOUSING. ONE-PIECE PAN CONSTRUCTION, CLEAR ANNODIZED 

FINISH, THERMAL MANAGEMENT SYSTEM.

LED

2000 

LUMENS,

1 LED 

DRIVER

MVOLT RECESSED GRID

D3 6" CORRIDOR WALL WASH:

LOW PROFILE, LESS THAN 6", ROUND RECESSED DIMMABLE WALL 

WASH  DOWNLIGHT. HIGH EFFICIENCY, LOW BRIGHTNESS WITH 

INTERNAL SPECULAR REFLECTOR AND CONVEX GLASS SPREAD 

LENS. ONE PIECE DIE CAST ALUMINUM, CLEAR ANNODIZED FINISH, 

THERMAL MANAGEMENT SYSTEM.

LED

3000 

LUMENS, 

3500K

1 LED 

DRIVER

120 RECESSED GRID

N1 6" x 3" PATIENT ROOM NIGHT LIGHT:

SURFACE MOUNTED WALL SCONCE, RECTANGULAR HOUSING WITH 

CURVED, HALF-SHIELDED ACRYLIC DIFFUSER, WHITE LED

LED

35 LUMENS, 

3500K

1 LED 

DRIVER

120 FLUSH MOUNT 18" AFF

U1 6" x 24" UNDERCABINET LIGHT:

SEALED UNDERCABINET LINEAR LED WITH INTEGRAL ROCKER 

SWITCH, HIGH IMPACT POLYCARBONATE LENS, END CAPS, MATTE 

WHITE, ANTIMICROBIAL FINISH.

LED

1200 

LUMENS, 

3500K

1 LED 

DRIVER

MVOLT SURFACE

W1 6" x 14" PATIENT ROOM WALL SCONCE:

DECORATIVE LED WALL SCONCE.  RECTANGULAR HOUSING WITH 

ROUND LINEAR DECORATIVE DIFFUSER, SEAL COVER WITH END 

CLOSURES.  SATIN NICKEL TRIM.

LED

1200 

LUMENS, 

3500K

1 LED 

DRIVER

MVOLT SURFACE MOUNT 72" AFF

W2 18" PATIENT BATHROOM LIGHT:

DECORATIVE LED.  RECTANGULAR HOUSING WITH ROUND LINEAR 

DECORATIVE DIFFUSER, SEAL COVER WITH END CLOSURES.  SATIN 

NICKEL TRIM.

LED

2000 

LUMENS, 

3500K

1 LED 

DRIVER

MVOLT SURFACE

X N/A LED EXIT SIGN, EDGE LIT LED 1 120 SURFACE

Y JELLY JAR FIXTURE 1 PLT 26W 1 277V SURFACE VA STANDARD GILBERT DOT MATRIX

VOLTS REMARKS

LIGHTING FIXTURE SCHEDULE

TYPE DIMENSIONS DESCRIPTION

LAMPS

MOUNTING

Panel Name: E6C-A Main Lugs Only: Main Breaker: 100

Panel A.I.C. Rating: 22k

P Trip Code VA A B C VA Code Trip P

N 1 1 20 REC 900 1393 493 L 20 1 2 N

N 3 1 20 REC 900 2200 1300 L 20 1 4 N

N 5 1 20 REC 900 1960 1060 L 20 1 6 N

N 7 1 20 REC 900 2395 1495 L 20 1 8 N

N 9 1 20 REC 900 1420 520 L 20 1 10 N

N 11 1 20 REC 900 2156 1256 L 20 1 12 N

N 13 1 20 REC 900 2156 1256 L 20 1 14 N

N 15 1 20 REC 900 1821 921 L 20 1 16 N

N 17 1 20 REC 900 1821 921 L 20 1 18 N

N 19 1 20 REC 900 1250 350 L 20 1 20 N

N 21 1 20 REC 900 900 20 1 22 N

N 23 1 20 REC 900 900 20 1 24 N

N 25 1 20 REC 900 900 20 1 26 N

N 27 1 20 REC 900 900 20 1 28 N

N 29 1 20 REC 900 900 20 1 30 N

N 31 1 20 REC 900 900 20 1 32 N

N 33 1 20 REC 900 900 20 1 34 N

N 35 1 20 REC 1080 1080 20 1 36 N

N 37 1 20 REC 900 900 20 1 38 N

N 39 1 20 NC 1040 1040 20 1 40 N

N 41 1 20 NC 1040 1040 20 1 42 N

N 43 1 20 20 1 44 N

N 45 1 20 20 1 46 N

N 47 1 20 20 1 48 N

N 49 1 20 20 1 50 N

N 51 1 20 20 1 52 N

N 53 1 20 20 1 54 N

Total Connected Load 9894 9181 9857 (VA/PHASE)

29 KVA

80 Amps Enclosure Type:

28 KVA

77 Amps Yes Bus Material:

2080

28932 VA

2080

Refrigeration (REF) 1.00

Elec. Load Totals: 27685

Existing (E) 1.25

Continuous (C) 1.25

Non-Continuous (NC) 1.00

Receptacles (REC) 17280 0.79 13640 PANEL LEGEND (ID) PANEL NOTES

100%
Main Bus Size: 125 Amps

Lighting (L) 9572 1.25 11965

NEC Sizing Load: Equipment Ground Bus: Copper

Kitchen Equipment (K) 1.00 Isolated Ground Bus: No Neutral Size:

Air Conditioning (AC) 1.00 NEC Sizing Load: Fed From: (EX) ELC-DPD SWBD Panel,Breaker #2

Heating (H) 1.00

Location: C627

Total Conn. Load: Mounting: Surface Nema 1

N.E.C. LOAD SUMMARY ELECTRICAL DATA PANEL INFORMATION

Load Types and Codes
Total Load 

(VA)

Demand 

Factor

NEC Sizing Load 

(VA)

Total Conn. Load:

Spare Spare

Spare Spare

Spare Spare

Spare Spare

Condensate Pumps C610, 11, 12, 13, 15, 28 Spare

Spare Spare

Spare Spare

Rec - C628 Spare

Rec - C615 Spare

Condensate Pumps C630, 32, 34, 35, 36, 37, 39, 41 Spare

Rec - C600B Spare

Rec - C600B Spare

Rec - C600A Spare

Rec - C610, 11 Spare

Rec - C613 Spare

Rec - C613 Spare

Rec - C612, Lav Sensor C612 Lts - C611, 11A, 13, 13A

Rec - C612 Lts - C615, 17, 17A, 19, 27

Rec - C610, 11 Spare

Rec - C634, 36 Lts - C635, 35A, 37, 39, 39A, 41

Rec - C630, 32 Lts - C630, 30A, 32, 34, 34A, 36

Rec - C630, 32 Lts - C610, 10A, 12, 12A

Rec - C639, 41 Lts - C623, 25, 29, 29A, 31, 31A

Rec - C639, 41 Lts - C622, 22A, 24, 24A, 26, 26A

Rec - C634, 36 Lts - C614, 18, 20, 20A 28, 33

Rec - C635, 37 Lts - (Task and Accent) C600A, B, C

Load Phase Load Breaker

C
k
t 

#

New Panel
Panel Voltage: 208Y/120V, 3 Phase, 4 Wire

ID

Rec - C635, 37 Lts - C600A, B, C, Patient Nite Lites

ID

C
k
t 

#

Description
Breaker

Description

ST - Shunt-Trip C.B.; G - GFI C.B. 
LB - "Lock-On" C.B.

"C1" - Contactor Designation 
--Remodels--

N - New  C.B.; EX - Existing C.B. 

Panel Name: ELS6C-A Main Lugs Only: Main Breaker: 100

Panel A.I.C. Rating: 22k

P Trip Code VA A B C VA Code Trip P

N 1 1 20 REC 900 1900 1000 REC 20 1 2 N

N 3 1 20 REC 900 1900 1000 REC 20 1 4 N

N 5 1 20 REC 900 1900 1000 REC 20 1 6 N

N 7 1 20 REC 900 1900 1000 REC 20 1 8 N

N 9 1 20 REC 900 2160 1260 REC 20 1 10 N

N 11 1 20 REC 900 1400 500 REC 20 1 12 N

N 13 1 20 REC 900 1400 500 REC 20 1 14 N

N 15 1 20 REC 900 1900 1000 REC 20 1 16 N

N 17 1 20 REC 720 1220 500 REC 20 1 18 N

N 19 1 20 REC 720 1220 500 REC 20 1 20 N

N 21 1 20 REC 540 1040 500 REC 20 1 22 N

23 1500 2200 700 REC 20 1 24 N

25 1500 1500 20 1 26 N

27 1500 1500 20 1 28 N

N 29 1 20 NC 780 780 20 1 30 N

N 31 1 20 NC 650 650 20 1 32 N

N 33 1 20 C 500 500 20 1 34 N

N 35 1 20 REC 720 720 20 1 36 N

37 720 720 REC 20 1 38 N

39 500 500 C 20 1 40 N

41 720 720 REC 20 1 42 N

Total Connected Load 9290 9500 8940 (VA/PHASE)

28 KVA

77 Amps Enclosure Type:

20 KVA

56 Amps Yes Bus Material:

1000

1430

27730 VA

N Main Circuit Breaker 3 100

N Bed Pan Washer C633 3 30 REC

Continuous (C) 1.25 1250

Non-Continuous (NC) 1.00 1430

Refrigeration (REF) 1.00

PANEL LEGEND (ID) PANEL NOTES

Existing (E) 1.25

Elec. Load Totals: 20330

1.25

Receptacles (REC) 25300 0.70 17650

Kitchen Equipment (K) 1.00 Isolated Ground Bus: No
Main Bus Size: 125 Amps

Lighting (L)

Heating (H) 1.00 NEC Sizing Load: Equipment Ground Bus: Copper

Air Conditioning (AC) 1.00 NEC Sizing Load: Fed From: (EX) ELC-DPA Disstribution SWBD Panel, Breaker #14

Total Conn. Load: Mounting: Surface Nema 1

Neutral Size: 100%

N.E.C. LOAD SUMMARY ELECTRICAL DATA PANEL INFORMATION

Load Types and Codes
Total Load 

(VA)

Demand 

Factor

NEC Sizing Load 

(VA)

Total Conn. Load: Location: Shaft #4

Rec - C600C, Door Pw r Supply - C618, 28, 33

SpareRec - (MATV Amplif ier and Pow er Supplies) C616

Rec - C617A

Condensate Pumps C617, 17A, 18, 20, 23 Spare

Wander Alert Controller Spare

Rec - C600C Spare

Rec - (Wall Mtd. Computer) C626, 31

Spare

Spare

SpareCondensate Pumps C622, 24, 29

Rec - C618, 20 Rec - (Med Hub) C618

Rec - C618, 20 Rec - (Med Hub) C618

Rec - C633 Rec - (Digital Board) Outside Nurse Station C617

Rec - C629 Rec - (PYXIS) C618

Rec - C622 Rec - (PYXIS) C618

Rec - C622 Rec - (Refrigerator) C618

Rec - C624 Rec - (Ice Maker) C600C

Rec - C624 Rec - (Microw ave) C600C

Rec - C629 Rec - C617

Rec - C626, 31 Rec - (Refrigerator) C600C

Load Phase Load Breaker

C
k
t 

#

Existing Panel
Panel Voltage: 208Y/120V, 3 Phase, 4 Wire

ID

Rec - C626, 31, Lav Sensor C626, 31 Rec - (Freezer) C600C

ID

C
k
t 

#

Description
Breaker

Description

ST - Shunt-Trip C.B.; G - GFI C.B. 
LB - "Lock-On" C.B.

"C1" - Contactor Designation 
--Remodels--

N - New  C.B.; EX - Existing C.B. 

Replace existing MCB with 3P/100A

Panel Name: 6C-A Main Lugs Only: Main Breaker: 150

Panel A.I.C. Rating: 22k

P Trip Code VA A B C VA Code Trip P

N 1 1 20 1260 1260 REC 20 1 2 N

N 3 1 20 1260 1260 REC 20 1 4 N

N 5 1 20 1080 1080 REC 20 1 6 N

N 7 1 20 1080 1080 REC 20 1 8 N

N 9 1 20 1080 1080 REC 20 1 10 N

N 11 1 20 1080 1080 REC 20 1 12 N

N 13 1 20 1080 1080 REC 20 1 14 N

N 15 1 20 1080 1080 REC 20 1 16 N

N 17 1 20 900 900 REC 20 1 18 N

N 19 1 20 1080 1080 REC 20 1 20 N

N 21 1 20 1440 1440 NC 20 1 22 N

N 23 1 20 360 360 REC 20 1 24 N

N 25 1 20 720 720 REC 20 1 26 N

N 27 1 20 720 720 REC 20 1 28 N

N 29 1 20 900 900 REC 20 1 30 N

N 31 1 20 1000 1000 REC 20 1 32 N

N 33 1 20 1000 1000 REC 20 1 34 N

N 35 1 20 1000 1000 REC 20 1 36 N

N 37 1 20 180 180 REC 20 1 38 N

N 39 1 20 1080 1080 REC 20 1 40 N

N 41 1 20 20 1 42 N

N 43 1 20 20 1 44 N

N 45 1 20 20 1 46 N

N 47 1 20 20 1 48 N

49 7920 7920 20 1 50 N

51 7920 7920 20 1 52 N

53 8280 8280 20 1 54 N

Total Connected Load 14320 15580 13600 (VA/PHASE)

44 KVA

121 Amps Enclosure Type:

40 KVA

110 Amps Yes Bus Material:

25560

43500 VA

1.25

Receptacles (REC) 13970

Lighting (L)

17940

Refrigeration (REF) 1.00

Isolated Ground Bus:

Existing (E)

Rec - C626, 26A, 31, Lav Sensor C631

Rec - C624, 24A

PANEL NOTES

No

Copper

100%

Equipment Ground Bus:

Nema 1

C627

IDDescription

Rec - C626, 31, 31A, Lav Sensor C626

C
k
t 

#

PANEL INFORMATION

Continuous (C)

Non-Continuous (NC)

Elec. Load Totals:

1.00 25560

Neutral Size:

Demand 

Factor

PANEL LEGEND (ID)

1.25

Panel Voltage:

ID

C
k
t 

#

NEC Sizing Load 

(VA)

Spare

Spare

Air Conditioning (AC)

Spare

208Y/120V, 3 Phase, 4 Wire

Spare

Spare

Spare

Spare

Spare

LoadLoad

New Panel

Main Bus Size:
Kitchen Equipment (K) 1.00

Mounting: Surface

Breaker

Spare

Location:

ELECTRICAL DATA

Total Load 

(VA)

BreakerPhase

1.25

N.E.C. LOAD SUMMARY

Load Types and Codes

1.00

39530

0.78

Spare

Spare

Heating (H)

1.00

Spare

Spare

225

(EX) SS-A Dist. SWBD Sec 8 Brk #4NEC Sizing Load:

Total Conn. Load:

Amps

Total Conn. Load:

Fed From:

NEC Sizing Load:

Spare

Spare

Spare

Description

Spare

Spare

Spare

Spare

Spare

Spare

Spare

Rec - C624

Rec - C629, 29A

Rec - C629 

Rec - C622, 22A

Rec - C622 

Rec - C620, 20A

Spare

Rec - C618, 20

Rec - (Parient Lift) C620, 22, 24, 26, 29, 31

Rec - C633

Rec - C600C

Rec - C600C

Rec - C623, 25

Rec - (Coffee) C623

Rec - (Microw ave) C623

Rec - (Refrigerator) C623

Rec - C617A

Rec - C617

Spare

Spare

Spare

Spare

Spare

Spare

Spare

N Panel 6C-A1 Feeder (Room C619) 3 100 NC

ST - Shunt-Trip C.B.; G - GFI C.B. 
LB - "Lock-On" C.B.

"C1" - Contactor Designation 
--Remodels--

N - New  C.B.; EX - Existing C.B. 

Panel Name: 6C-A1 Main Lugs Only: Main Breaker: 100

Panel A.I.C. Rating: 22k

P Trip Code VA A B C VA Code Trip P

N 1 1 20 1260 1260 REC 20 1 2 N

N 3 1 20 1080 1080 REC 20 1 4 N

N 5 1 20 1260 1260 REC 20 1 6 N

N 7 1 20 1080 1080 REC 20 1 8 N

N 9 1 20 1260 1260 REC 20 1 10 N

N 11 1 20 1080 1080 REC 20 1 12 N

N 13 1 20 1260 1260 REC 20 1 14 N

N 15 1 20 1080 1080 REC 20 1 16 N

N 17 1 20 1080 1080 REC 20 1 18 N

N 19 1 20 1080 1080 REC 20 1 20 N

N 21 1 20 1260 1260 REC 20 1 22 N

N 23 1 20 1260 1260 REC 20 1 24 N

N 25 1 20 1080 1080 REC 20 1 26 N

N 27 1 20 1080 1080 REC 20 1 28 N

N 29 1 20 1080 1080 REC 20 1 30 N

N 31 1 20 1260 1260 REC 20 1 32 N

N 33 1 20 1080 1080 REC 20 1 34 N

N 35 1 20 1080 1080 REC 20 1 36 N

N 37 1 20 900 900 REC 20 1 38 N

N 39 1 20 1080 1080 NC 20 1 40 N

N 41 1 20 1440 1440 NC 20 1 42 N

N 43 1 20 20 1 44 N

N 45 1 20 20 1 46 N

N 47 1 20 20 1 48 N

N 49 1 20 20 1 50 N

N 51 1 20 20 1 52 N

N 53 1 20 20 1 54 N

Total Connected Load 7920 7920 8280 (VA/PHASE)

24 KVA

67 Amps Enclosure Type:

18 KVA

51 Amps Yes Bus Material:

2520

24120 VA

Rec - C612, 12A

Rec - C612

Rec - C610, 10A, 11

Rec - C610, 11, 11A

Spare

Spare

Spare

Spare

Elec. Load Totals: 18320

NEC Sizing Load:

2520

Existing (E) 1.25

Receptacles (REC)

Continuous (C) 1.25

Non-Continuous (NC) 1.00

Refrigeration (REF) 1.00

21600 0.73 15800 PANEL LEGEND (ID) PANEL NOTES

100 Amps
No Neutral Size: 100%

Lighting (L) 1.25

Copper

Kitchen Equipment (K) 1.00 Isolated Ground Bus:
Main Bus Size:

Air Conditioning (AC) 1.00 Fed From: (EX) SS-A Dist. SWBD Sec 3 Brk #5

Heating (H) 1.00 Equipment Ground Bus:

Total Conn. Load: Mounting: Surface Nema 1

NEC Sizing Load:

Location: C619

N.E.C. LOAD SUMMARY ELECTRICAL DATA PANEL INFORMATION

Load Types and Codes
Total Load 

(VA)

Demand 

Factor

Total Conn. Load:NEC Sizing Load 

(VA)

Spare Spare

Spare Spare

Spare Spare

Spare Spare

Spare Rec (Patient Lift) C610, 11, 12, 13

Spare Spare

Spare Spare

Spare Rec - C628

Spare Rec - C615

Spare Rec (Patient Lift) C630, 32, 34, 35, 36, 37, 39, 41

Spare

Spare Rec - C600B

Spare Rec - C600A, 14

Spare

Spare

Rec - C600B

Rec - C613, 13A

Rec - C613

Spare Rec - C634, 36

Spare Rec - C630, 30A, 32

Spare Rec - C630, 32

Spare Rec - C639, 39A, 41

Spare Rec - C639, 41

Spare Rec - C634, 34A, 36

Spare Rec - C635, 37

Load Phase Load Breaker

C
k
t 

#

New Panel
Panel Voltage: 208Y/120V, 3 Phase, 4 Wire

ID

Spare Rec - C635, 35A, 37

ID

C
k
t 

#

Description
Breaker

Description

ST - Shunt-Trip C.B.; G - GFI C.B. 
LB - "Lock-On" C.B.

"C1" - Contactor Designation 
--Remodels--

N - New  C.B.; EX - Existing C.B. 

Panel Name: ELS6A-A Main Lugs Only: Main Breaker: 60

Panel A.I.C. Rating: 22k

P Trip Code VA A B C VA Code Trip P

EX 1 1 20 EX EX 20 1 2 EX

EX 3 1 20 EX EX 20 1 4 EX

EX 5 1 20 EX EX 20 1 6 EX

EX 7 1 20 EX EX 20 1 8 EX

EX 9 1 20 EX EX 20 1 10 EX

EX 11 1 20 EX EX 20 1 12 EX

EX 13 14 EX

EX 15 16 EX

EX 17 18 EX

EX 19 20 EX

N 21 NC 500 900 400 NC 22 EX

N 23 NC 500 900 400 NC 24 EX

N 25 REC 600 600 26 EX

N 27 L 700 700 28 EX

EX 29 30 EX

EX 31 32 EX

EX 33 34 EX

EX 35 36 EX

37 38 EX

39 40 EX

41 42 EX

Total Connected Load 600 1600 900 (VA/PHASE)

3 KVA

9 Amps Enclosure Type:

3 KVA

9 Amps Yes Bus Material:

1800

3100 VA

Continuous (C) 1.25

Non-Continuous (NC) 1.00 1800

Refrigeration (REF) 1.00

PANEL LEGEND (ID) PANEL NOTES

Existing (E) 1.25

Elec. Load Totals: 3275

700 1.25 875

Receptacles (REC) 600 1.00 600

Kitchen Equipment (K) 1.00 Isolated Ground Bus: No
Main Bus Size: 100 Amps

Lighting (L)

Heating (H) 1.00 NEC Sizing Load: Equipment Ground Bus: Copper

Air Conditioning (AC) 1.00 NEC Sizing Load: Fed From: (EX) ELC-DPA Distribution SWBD Panel "ELC-DPA"

Total Conn. Load: Mounting: Surface Nema 1

Neutral Size: 100%

N.E.C. LOAD SUMMARY ELECTRICAL DATA PANEL INFORMATION

Load Types and Codes
Total Load 

(VA)

Demand 

Factor

NEC Sizing Load 

(VA)

Total Conn. Load: Location: C607

Space Space

EX Main Circuit Breaker 3 60

Space

Space

Space

Space Space

Space Space

Space Space

FATC Pw r Supply Med Gas Alert Panel C617

Nurse Call Head End Space

Lts (LS) - C600A, B, C, 15, 17A, 18, 23, 28, 33, Exits Space

Space Space

Space Space

Smoke Dampers @ Shaft #4 Med Gas Alert Panel C617

Nite Lts - B600A, B, C, B602, 12, & Exit Signs Reserved for BAS Panel - 6B Floor

Space Space

Space Space

Med Gas Alert Panel - B612 Smoke Damper - B602

C607 Rauland NC Spare

Notif ication Device Pow er Supply B606A Reserved for BAS Panel - 6B Floor

Med Gas Alert Panel - B612 Nurse Call Head End - B606A

Load Phase Load Breaker

C
k
t 

#

Existing Panel
Panel Voltage: 208Y/120V, 3 Phase, 4 Wire

ID

A607 - Nurse Call West-Com C607 - Nurse Call - Server Cabinet

ID

C
k
t 

#

Description
Breaker

Description

ST - Shunt-Trip C.B.; G - GFI C.B. 
LB - "Lock-On" C.B.

"C1" - Contactor Designation 
--Remodels--

N - New  C.B.; EX - Existing C.B. 
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